#

» Approved For Release : CIA-RDP61-00763A000300090035-5

v - X
s

T

ADDITIONS
l, Room 7 and 8
A, Add % ton electric holst anéd raill center of room 7 and 8,

B. Add cireuit from panel PC-20 to rear of room 8 for 4 tom elactrie
hoigt. Add swltch and outlet for holst.

C., Add one circuit from panel PE<6 to fromt wall of room 8.(400 cycle)
De Add one ciwvcuit from panel FF.7 to front well of room 8.(28 V DC)
E.' Add one circuit from panel FC-7 to Laft wall of room 7.(118 V)
F, Add thermostat to rear wall of room 8,
Ges Make eltrance into combired room 7 and 8 & double door.
Loor 5 /-2d<t A;Z;V) Elee hbors+
2. Room 1
A, Widen door to 5 feet.

B. Add circuit from panel PF.8 to sarviece 6 DC outlets on fromt and
fight side of room.

3¢ Room 20

Ao Add ome 208 volt, 5 Kw outlet to left wall, Circult from panel
PD=6. Outlet nlm to be three wire, ome for ground.

4. Room 28~
7/
A. Add #F ton Alreconditioner in of room, mmkisk outside wall.

B. Add 208 volt, 3 Kw outlet for Ailreconditioner. Outléet to be
three wire, one for ground.

Cs Add sllding penels per sttached sketches,
5. Room 43
A, Add two lighting fixtures, type "C.2",

B, Add two 110 volt outlete to inside wall, Circuit may come from
existing 50 eycla switch panel,

6. Room 46
A, Add thres lightingr-fixtures, type "C.3"

B, Add thres 110 volt outlets to insdde wall. Circuit wey come from :
exisiting 50 cycle switch panel, '

Page 1
Approved For Release : CIA-RDP61-00763A000300090035-5



*
LA A

-‘,;- Apprové For Release : CIA-RDP61-0076_%A000300090035'5

ADDITIONS, ¢ ONT INUED

7« Room 48

A, Add two lighting fixtures, type "Ce3"

Be Add three 110 volt ocutletas to inside wall,

Circuit from panel
PCalZel4.16,

3. Room 32
A, Add oompremsed alr outlet om left wall,
9« Room 33

Ao Add ome 110 volt outlet om peap wall, Cireult from penel PG-8
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DELETINGS
le Room 4
Ao Delete slectric chain holst and rail from room,
B. Delete circult from PG-20, switch end outlet. /

2. Room 7 axd 8

A, Delets wall betweem room 7 and 8, /

Be Dealete
S Raqn 12

A, Delste
100 A,

B, Delete
4, Room 31
As Delete
$« Room 32
A, Delete
6s Room 33
A, Delete
7« Room 34
A, Delete

thermostat from wxkx left wall of voom 8.

604, 2 P, 125 V gwitch, 200 A, 3 P, 125 V switch and
4 P, 250 V gwitch, '

two 1lighting fixtures in cemtep of room,
one lightinmg fixture, ”g;
two lighting ;’ixtures.
two lighting rigbures.

one outlét from panel PGS
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